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Source ID Cond ID Facility Information Combustor Information APCS Hazardous Munitions Chemical Mixed Comm Gov't Condition Information
Number Number Facility Name City Combustor Combustor Combustor Detailed  Wastes Popping Weapons Radioactive vs On-site Cond Cond Description

 Category  Class  Type Acronym Furnace Demil Waste  Dates

1009 1009C2 Eastman Chemicals Co. - ArkanBatesville Coal boiler Coal-fired boiler Stoker ESP Liq No No No OS No 4/1/1999 Trial burn, risk burn; max conditions 
1009A 1009C2 Eastman Chemicals Co. - ArkanBatesville Coal boiler Coal-fired boiler Stoker ESP Liq No No No OS No 4/1/1999 Trial burn, risk burn; max conditions 
1011 1011C1 Eastman Chemicals Co. - Tenn Kingsport Coal boiler Coal-fired boiler Stoker ESP Sludge No No No OS No 2/1/1998 CoC; max feedrates

1011A 1011C1 Eastman Chemicals Co. - Tenn Kingsport Coal boiler Coal-fired boiler Stoker ESP Liq, sludge No No No OS No 2/1/1998 CoC; max feedrates
1011B 1011C1 Eastman Chemicals Co. - Tenn Kingsport Coal boiler Coal-fired boiler Stoker ESP Liq, sludge No No No OS No 2/1/1998 CoC; max feedrates
1012 1012C1 Eastman Chemicals Co. - Tenn Kingsport Coal boiler Coal-fired boiler Stoker ESP Biosludge No No No OS No 6/1/1997 CoC; max feedrates

1012A 1012C1 Eastman Chemicals Co. - Tenn Kingsport Coal boiler Coal-fired boiler Stoker ESP Liq No No No OS No 6/1/1997 CoC; max feedrates
1013 1013C10 Celanese Pampa Coal boiler Coal-fired boiler Pulverized FF Liq No No No OS No 9/1/1998 CoC; max waste feed rate
1014 1014C10 Celanese Pampa Coal boiler Coal-fired boiler Pulverized FF Liq No No No OS No 9/1/1998 CoC; max waste feed rate
719 719C10 Eastman Chemicals Co. - Tenn Kingsport Coal boiler Coal-fired boiler Stoker ESP Liq, sludge No No No OS No 6/1/1998 CoC; max feedrates

719A 719C10 Eastman Chemicals Co. - Tenn Kingsport Coal boiler Coal-fired boiler Stoker ESP Liq, sludge No No No OS No 6/1/1998 CoC; max feedrates
908 908C1 Union Carbide Corporation South CharleCoal boiler Coal-fired boiler Pulverized ESP Liq No No No OS No 5/1/1998 CoC, max haz waste feed rate, max 
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Cond ID 
Number

1009C2
1009C2
1011C1
1011C1
1011C1
1012C1
1012C1
1013C10
1014C10
719C10
719C10
908C1

22 23 24 25 26 27 29 30 31 32 33 34 35 36 37 38 55 56 57 58 59 60
Spiking Tier Sootblow LVM Emissions LVM Stack Emission (ug/dscm) - ND in %

Cr As Be Cr As Be Run Campaign  Rating  Rating Comments R1 R2 R3 R SB Cond Avg No SB
Number Number ND Emiss ND Emiss ND Emiss ND Emiss ND Emiss ND Emiss

Y Y Y 3 3 3 No 1 CT High As stack gas non-detect 0 217.5 40 222.2 38 260.5 27 233.4 27 233.4
Y Y Y 3 3 3 No 1 NA High As stack gas non-detect, data in lieu 0 217.5 40 222.2 38 260.5 27 233.4 27 233.4
Y Y Y 3 3 3 R3 1 CT 38 113.5 129.2 173.5 10 138.8 18 121.4
Y Y Y 3 3 3 R3 1 NA Data in lieu 38 113.5 129.2 173.5 10 138.8 18 121.4
Y Y Y 3 3 3 R3 1 NA Data in lieu 38 113.5 129.2 173.5 10 138.8 18 121.4
Y Y Y 3 3 3 R3 1 CT 48 52.9 32 75.7 54.0 27 60.9 24 64.4
Y Y Y 3 3 3 R3 1 NA Data in lieu 48 52.9 32 75.7 54.0 27 60.9 24 64.4
Y 3 1 1 R3 1 NA Cr only measured in stack gas 5.8 9.6 6.7 7.4 0 7.7
Y 3 1 1 R3 1 NA Cr only measured in stack gas 3.7 4.6 4.7 4.3 0 4.2
Y Y Y 3 3 3 R3 1 CT 2 runs only 257.7 170.1 213.9 0 257.7
Y Y Y 3 3 3 R3 1 NA 2 runs only, data in lieu 257.7 170.1 213.9 0 257.7
Y Y Y 3 3 3 R3 1 CT 44.8 37.8 29.0 40.3 0 41.3
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Cond ID 
Number

1009C2
1009C2
1011C1
1011C1
1011C1
1012C1
1012C1
1013C10
1014C10
719C10
719C10
908C1

61 62 63 64 65 66 67 68 69 80 81 82 83 84 85 86 87 88 89 90 91 102 103 104 105 106 107
LVM SRE LVM SRE (%) LVM SRE Used for Ranking Purposes (%)

Camp Rating Comment R1 R2 R3 R SB Cond Avg No SB R1 R2 R3 R SB Cond Avg No SB
Number Cond Avg Cond Avg

1 CT > 98.591 > 98.613 > 98.362 > 98.521 > 98.521 > 98.591 > 98.613 > 98.362 > 98.521 > 98.521
1 NA Data in lieu > 98.591 > 98.613 > 98.362 > 98.521 > 98.521 > 98.591 > 98.613 > 98.362 > 98.521 > 98.521
1 CT > 99.383 99.204 98.987 > 99.196 > 99.293 > 99.383 99.204 98.987 > 99.196 > 99.293
1 NA Data in lieu > 99.383 99.204 98.987 > 99.196 > 99.293 > 99.383 99.204 98.987 > 99.196 > 99.293
1 NA Data in lieu > 99.383 99.204 98.987 > 99.196 > 99.293 > 99.383 99.204 98.987 > 99.196 > 99.293
1 CT > 99.635 > 99.558 99.767 > 99.667 > 99.596 > 99.635 > 99.558 99.767 > 99.667 > 99.596
1 NA Data in lieu > 99.635 > 99.558 99.767 > 99.667 > 99.596 > 99.635 > 99.558 99.767 > 99.667 > 99.596
1 CT Cr only measured in stack gas > 99.935 > 99.890 > 99.912 > 99.912 > 99.912 > 99.935 > 99.890 > 99.912 > 99.912 > 99.912
1 CT Cr only measured in stack gas > 99.940 > 99.929 > 99.874 > 99.921 > 99.934 > 99.940 > 99.929 > 99.874 > 99.921 > 99.934
1 CT 98.816 99.291 99.065 99.053 98.816 99.291 99.065 99.053
1 NA Data in lieu 98.816 99.291 99.065 99.053 98.816 99.291 99.065 99.053
1 CT > 99.305 99.368 > 99.514 > 99.343 > 99.337 > 99.305 99.368 > 99.514 > 99.343 > 99.337
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Cond ID 
Number

1009C2
1009C2
1011C1
1011C1
1011C1
1012C1
1012C1
1013C10
1014C10
719C10
719C10
908C1

108 109 111 113 114 115 116 117 118 119 136 137 138 139 141 143 145 147 149 150 151 153 154
LVM Total Feedrate (ug/dscm) - By Runs LVM HW+Spike MTEC (ug/dscm) Thermal Feedrate

HW Spike Coal Total R1 R2 R3 R SB Cond Avg R1 R2 R3 R SB Cond Avg MMBtu/hr Cond Avg
ND ND ND ND HW Coal Total Total Est

47 14,927 811 15,784 15,435 16,023 15,902 15,784 14581 15210 15138 14976 31.2 62.3 93.4 92.8
47 14,927 811 15,784 15,435 16,023 15,902 15,784 14581 15210 15138 14976 31.2 62.3 93.4 92.8

3,257 12,056 1,943 17,256 18,408 16,220 17,140 17,256 16348 14480 15109 15312 10.7 171.7 182.4 191.1
3,257 12,056 1,943 17,256 18,408 16,220 17,140 17,256 16348 14480 15109 15312 10.7 171.7 182.4 191.1
3,257 12,056 1,943 17,256 18,408 16,220 17,140 17,256 16348 14480 15109 15312 10.7 171.7 182.4 191.1

10,775 5,153 2,321 18,249 14,473 17,113 23,162 18,249 12387 14741 20657 15928 19.2 224.9 244.1 249.2
10,775 5,153 2,321 18,249 14,473 17,113 23,162 18,249 12387 14741 20657 15928 19.2 224.9 244.1 249.2
1,251 7,073 217 8,540 1 9,019 1 8,846 1 7,755 1 8,540 8799 8648 7522 8323 159.9 694.4 854.3 967.7
1,168 4,252 263 5,683 2 6,410 2 6,676 3 3,963 2 5,683 6072 6441 3747 5420 181.1 719.5 900.6 919.1
3,246 18,148 1,476 22,870 0 21,761 0 23,980 0 22,870 22492 20298 21395 74.8 334.1 408.0 489.3
3,246 18,148 1,476 22,870 0 21,761 0 23,980 0 22,870 22492 20298 21395 74.8 334.1 408.0 489.3

14 4,007 2,162 6,182 1 6,520 0 5,985 1 6,042 1 6,182 4309 3875 3877 4020 25.4 250.3 275.7 305.9

LVM Feedrate, Cond Avg (ug/dscm)
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Cond ID 
Number

1009C2
1009C2
1011C1
1011C1
1011C1
1012C1
1012C1
1013C10
1014C10
719C10
719C10
908C1

155 156 157 159 161 163 171 173 175 177 179 187 189
LVM Thermal Emiss Rating LVM HW Thermal Emiss (lb/1012 Btu) LVM in HW (lb/109 Btu)

Camp No Rating Comments R1 R2 R3 R SB Cond Avg R1 R2 R3 R SB Cond Avg

1 CT 555 524 615 565 39.40 37.80 37.56 38.25
1 NA 555 524 615 565 39.40 37.80 37.56 38.25
1 CT 1,391 2,008 2,260 1,886 225.57 252.12 223.21 233.63
1 NA Data in lieu 1,391 2,008 2,260 1,886 225.57 252.12 223.21 233.63
1 NA Data in lieu 1,391 2,008 2,260 1,886 225.57 252.12 223.21 233.63
1 CT 534 681 511 575 146.05 153.89 219.53 173.16
1 NA Data in lieu 534 681 511 575 146.05 153.89 219.53 173.16
1 NA Cr only measured in stack gas 31 46 32 36 46.83 42.19 36.34 41.79
1 NA Cr only measured in stack gas 16 18 20 18 27.31 25.32 15.88 22.83
1 CT 1,550 771 1,161 130.90 108.68 119.79
1 NA Data in lieu 1,550 771 1,161 130.90 108.68 119.79
1 CT 263 251 210 242 37.82 39.81 43.31 40.31
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